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INTRODUCTION
As the scale of power equipment continues to expand, its safe and reliable operation is extremely important to the power system. Among them, the transformer is used as a hub type device in the power system. Once a fault occurs, it will have a serious negative impact on the power system, such as a major fire accident [5, 8] . In addition, during the transportation, installation and operation of the transformer, cracks, spurs, bubbles and floating metal particles may cause insulation defects on the reverse side due to various accidental factors, such insulation defects may be affected by the difference between the dielectric constant and the breakdown field strength, resulting in the occurrence of local breakdown, which is the common partial discharge phenomenon of the transformer [6, 10] . However, partial discharge generates a series of gases, electric particles, and chemicals, which cause the temperature at the insulation defect to rise or corrosion, which deteriorates and damages the transformer insulator [7] . Over time, the entire power system will have serious problems or problems [2] . In summary, the insulation defect is the fuze of the system failure, and the partial discharge is the combustion improver. Therefore, real-time accurate monitoring of partial discharge types can quickly find the insulation defects of transformers, which is of great significance for effective diagnosis of transformer faults. In the on-line monitoring of power transformers, due to various factors in the field, there are many types of interference signals in the partial discharge signals monitored by the sensors, and it is difficult to obtain satisfactory noise cancellation effects only by hardware [3] [4] . Even the detection device itself generates noise, such as noise caused by heat generated by components. Therefore, the acquisition of partial discharge signal for online monitoring systems requires further use of relevant digital signal processing techniques for interference suppression. In general, there are two main types of noise that interfere with on-site monitoring: first, white noise interference;
second, periodic narrowband interference. Based on this, this paper uses the variational mode decomposition time-frequency analysis method to deal with the noise-causing signal, and uses the kurtosis-approximate entropy method to judge the interference component and eliminate it to provide positive power for the normal operation of the transformer.
VARIATIONAL MODE DECOMPOSITION (VMD)
In 2014, Konstantin Dragomiretskiy proposed an adaptive signal processing method,namely Variational Mode Decomposition (VMD). The method is capable of decomposing a complex signal f into K bandwidth-limited eigenmode components i u and a center frequency i ω ,where,
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is. At this time, the Lagrangian multiplier λ and the second penalty term α are introduced into it, and then converted into a nonconstrained problem, and the enhanced Lagrangian formula (2) is obtained. Then, the direct nonconstraint problem of the equation (2) 
In the formula, the frequency is represented by ω , and the Fourier transform of f , u , and λ is represented by 
THE BASIC PRINCIPLE OF KURTOSIS-APPROXIMATE ENTROPY VMD

Kurtosis-approximate entropy model
The kurtosis index K is highly sensitive to the impact components in the signal. at the same time, the signal distribution characteristics can also be presented in a quantitative manner. Therefore, it is often used as a judgment indicator in the diagnosis of vibration signal fault diagnosis [1] . The corresponding definition is as shown in equation (5) .
Where, the discrete signal sequence and signal length are represented by
x and N respectively. For the approximate entropy, the complexity of the signal can also be described. If the corresponding value is non-negative, then the corresponding discrete event sequence complexity can be expressed in a quantitative manner. In addition, the complexity of the sequence is proportional to the size of the value, ie the larger the value, the more complex the corresponding sequence. The definition of kurtosisapproximate entropy is shown in equation (6).
The basic idea of kurtosis-approximate entropy VMD
When the input signal is a single impact, then the kurtosis index K can achieve a better output. Due to the partial discharge inside the transformer, the corresponding signal propagation will exhibit the characteristics of damped oscillation. Therefore, the partial discharge signal after the output processing is completed may have multiple impacts, thereby suppressing the determination of the kurtosis index, resulting in the phenomenon of missed detection [9] . At the same time, the decreasing ratio of k is significantly lower than the increasing ratio of approximate entropy. Therefore, consider combining the two to construct a new kurtosis-approximate entropy feature coefficient as a new information measure. The basic idea of the algorithm is to use VMD to multi-modally decompose the signal and calculate the corresponding kurtosis-approximate entropy for each component obtained. When the obtained value exceeds the threshold range, then such a component can be regarded as an effective component of the Partial discharge signal, and an effective noise reduction signal is obtained by reconstruction.
SIMULATION ANALYSIS OF VMD INTERFERENCE SUPPRESSION BASED ON KURTOSIS-APPROXIMATE ENTROPY
Only white noise interference
The partial discharge signal is simulated by the single and double exponential decay oscillation mathematical model described above, and the white noise signal of -3dB is used as the superimposed The decomposition modal number is 10, other VMD parameters are default values, and the kurtosisapproximate entropy threshold is set to 0 after standardization. After the kurtosis-approximate entropy VMD suppression interference algorithm is processed, the noise reduction signal and its spectrum, waveform and denoising error waveform are shown in Fig. 2 .    , select the output signal-to-noise ratio (SNR), root mean square error (RMSE), signal distortion ratio (SDR) and noise suppression ratio (NRR) to evaluate the performance of the algorithm. The effect obtained after denoising is shown in Fig. 3 . It can be seen that the VOD algorithm based on the kurtosisapproximate entropy method can effectively denoise in the background of different intensity white noise, and the running time of the algorithm is about 3.7s. 
Only periodic narrowband interference
In the case where the remaining conditions are equivalent, the spectrum and the noise-diffused signal waveform when the superimposed signal ratio is -5.758 dB of periodic narrow-band interference is shown in Fig. 4 . At the same time, after the kurtosisapproximation-based VMD suppression interference algorithm is processed, the obtained noise reduction signal and its spectrum and denoising error are shown in Fig. 5 . The periodic narrow-band interference of 20 different signal-to-noise ratio is superimposed, and the obtained denoising effect is shown in Fig. 6 . It can be seen that the VMD algorithm based on the kurtosis-approximate entropy method can achieve better denoising effect under the background of narrowband interference with different intensity periods. At the same time, the algorithm runs for about 12.7s. 
White noise and periodic narrowband mixed interference
The above-mentioned single and double exponential decay oscillation mathematical model is used to simulate the partial discharge signal, and the white noise signal with signal-to-noise ratio of -3dB and periodic narrow-band interference of 6.630dB are superimposed to obtain the signals with noise waveform and its spectrum. Number of decomposition modes is 10, and kurtosis approximate entropy threshold is set to 0 after standardization, and remaining parameters are set to default values. The signal spectrum, waveform and denoising error waveform obtained after the noise reduction processing by the VMD suppression interference algorithm with kurtosis-approximate entropy. The white noise signal with a signal-to-noise ratio of
   and the periodic narrowband interference of 6.6306dB are superimposed, and the denoising effect under four indicators is obtained, as shown in Fig. 7 . It can be seen that the CMD algorithm based on the kurtosis-approximate entropy method can still achieve better denoising effect under different intensity white noise and periodic narrowband interference, and the algorithm running time is about 4.5s.
MEASURED DATA PROCESSING OF VMD INTERFERENCE SUPPRESSION BASED ON KURTOSIS-APPROXIMATE ENTROPY
Acquire an overclocked signal obtained by two sensing couplings simultaneously by means of an industrial computer installed near the transformer. Continuous monitoring of one 330kv transformer in one year, the system sampling rate is 1GHz, the sampling event is 2μs, and the continuous acquisition time interval is 2h. The data is transmitted in real time through the optical cable to the online monitoring server located in the main control room of the substation. The partial discharge electromagnetic signal monitored by the sensor in a certain insulation deterioration state is shown in Fig. 8(a) . The superimposed signal ratio is -3dB white noise and 12.2308dB periodic narrowband interference, and the spectrum and waveform of the white noise signal with a signal-to-noise ratio of -3.8250dB are obtained, as shown in Fig. 8 . The number of decomposition modes and the entropy threshold at this time are 10 and 6.9, respectively. Fig. 8 . Measured raw and noise-induced (white noise and periodic narrow-band interference) partial discharge signals and their spectra
MEASURED RESULTS COMPARISON
In this paper, the traditional signal denoising method EDM is used to compare and verify the advantages of local signal denoising transformer fault diagnosis technology of VMD based on kurtosis and approximate entropy. The measured data and denoising errors of conventional ema and VMD (KurApen) after denoising are shown in figure 9 . The denoising effects of EDM and VDM methods were compared and tested, and the results are shown in figure 10 . It can be seen that the denoising effect of VMD (KurApen) under different indicators is better than that of traditional EMD, which confirms the feasibility and effectiveness of the denoising method of PD signal. Therefore, in the actual project, the DIAGNOSTYKA, Vol. 21, No. 1 (2020) Chen D, Mao C, Qin B.: Study on transformer fault diagnosis technology of VMD local signal de-noising … 87 VMD PD signal denoising method based on kurtosisapproximate entropy can be reasonably used to deal with white noise and narrowband interference, and the effect and efficiency of noise reduction can be improved.
SUMMARY
Under different types and different noise intensities, this paper proposes a VOD partial discharge signal denoising method based on kurtosisapproximate entropy. Through simulation analysis, the output signal-to-noise ratio (SNR), root mean square error (RMSE), signal distortion ratio (SDR) and noise rejection ratio (NRR) are selected to evaluate the performance of the algorithm. It is found that the kurtosis-approximate entropy-based VMD PD signal denoising method is superior to the traditional EMD and can achieve better denoising effect. Secondly, based on the analysis the measured data, the effectiveness of the denoising method based on the kurtosis-approximate entropy of the VMD PD signal denoising method is confirmed. Finally, for the measured PD signal, the VMD PD signal denoising algorithm based on kurtosis-approximate entropy can be selected for preprocessing.
